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NOTE:
DASHED LINES REPRESENT THE
2" METER PIPING PLAN.

CURB STOP VALVE

TYPE K COPPER TUBING
48"¢ CONCRETE MANHOLE

FORD FLARED COPPER TO IRON COUPLING OR
DENVER WATER APPROVED EQUAL

FORD PACK JOINT COUPLING (1 1/2” METER
CATALOG NO. C—55—-66) OR (2" METER CATALOG NO.
C—55-77) OR DENVER WATER APPROVED EQUAL

OPTIONAL CONCRETE MANHOLE BASE BEAMS
CURB STOP VALVE AND SERVICE BOX
LOC—PAC COUPLING

DENVER WATER ’
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OUTSIDE SETTING FOR 1 1/2” &
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